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Notes:  200% Neutral

Total Est. Demand Current: 38 A
Total Conn. Current: 48 A

Total Est. Demand: 13630 W
Total Conn. Load: 17260 W

Receptacle 17260 W 78.97% 13630 W
Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:
Total Amps: 48 A 41 A 57 A
Total Load: 5600 W 4880 W 6780 W

41 SPACE -- -- 0 W 0 W -- -- SPACE 42

39 SPACE -- -- 0 W 2080 -- -- -- 40

37 SPACE -- -- 0 W 2080 -- -- -- 38

35 SPARE 20 A 1 0 W 2080 3 20 A Receptacle IDF /IT 191 36

33 SPARE 20 A 1 0 W 0 W 1 20 A SPARE 34

31 SPARE 20 A 1 0 W 0 W 1 20 A SPARE 32

29 SPARE 20 A 1 0 W 0 W 1 20 A SPARE 30

27 Receptacle IDF /IT 191 20 A 1 180 W 0 W 1 20 A SPARE 28

25 -- -- -- 2080 180 W 1 20 A Receptacle IDF /IT 191 26

23 Receptacle B-013-2 L032-2 20 A 2 2080 2080 -- -- -- 24

21 SPACE -- -- 0 W 2080 2 20 A Receptacle B-013-2 L032-2 22

19 SPACE -- -- 0 W 180 W 1 20 A Receptacle LER-1 L001-1 20

17 -- -- -- 90 W 90 W -- -- -- 18

15 Receptacle B-002-1 L038-1 20 A 2 90 W 90 W 2 20 A Receptacle B-002-1 L038-1 16

13 -- -- -- 90 W 90 W -- -- -- 14

11 Receptacle B-012-2 L031-2 20 A 2 90 W 90 W 2 20 A Receptacle B-002-1 L038-1 12

9 -- -- -- 90 W 90 W -- -- -- 10

7 Receptacle B-011 OPEN LAB-2 L030-2 20 A 2 90 W 90 W 2 20 A Receptacle B-012-2 L031-2 8

5 -- -- -- 90 W 90 W -- -- -- 6

3 Receptacle B-011 OPEN LAB-2 L030-2 20 A 2 90 W 90 W 2 20 A Receptacle B-011 OPEN LAB-2 L030-2 4

1 Receptacle B-002-1 L038-1 20 A 1 180 W 540 W 1 20 A Receptacle ELECTRICAL-3 192-3 2
CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Enclosure: Type 1 MCB Rating: 150 A
Mounting: Surface Wires: 4 Mains Rating: 225 A

Supply From: PS-DL1 Phases: 3 Mains Type: Copper
Location: LER L001E1 Volts: 120/208 Wye A.I.C. Rating: 10,000

Branch Panel: 1S-PL2

Notes:

Total Est. Demand Current: 41 A
Total Conn. Current: 53 A

Total Est. Demand: 14606 W
Total Conn. Load: 19212 W

Receptacle 19212 W 76.03% 14606 W
Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:
Total Amps: 44 A 69 A 48 A
Total Load: 5236 W 8236 W 5740 W

41 SPACE -- -- 0 W 0 W 1 0 A SPARE 42

39 SPACE -- -- 0 W 0 W 1 0 A SPARE 40

37 -- -- -- 1320 0 W 1 0 A SPARE 38

35 Receptacle SG011-2 L022-2 20 A 2 1320 0 W 1 0 A SPARE 36

33 SPACE -- -- 0 W 0 W 1 0 A SPARE 34

31 SPACE -- -- 0 W 2080 -- -- -- 32

29 SPACE -- -- 0 W 2080 -- -- -- 30

27 SPACE -- -- 0 W 2080 3 20 A Receptacle BDF/ IT-2 185-2 28

25 SPACE -- -- 0 W 0 W -- -- SPACE 26

23 SPACE -- -- 0 W 0 W -- -- SPACE 24

21 SPACE -- -- 0 W 0 W -- -- SPACE 22

19 -- -- -- 90 W 90 W -- -- -- 20

17 Receptacle LER-2 L002A-2 20 A 2 90 W 90 W 2 20 A Receptacle LER-2 L002A-2 18

15 -- -- -- 90 W 90 W -- -- -- 16

13 Receptacle SG001A-2 L028-2 20 A 2 90 W 90 W 2 20 A Receptacle LER-2 L002A-2 14

11 SPACE -- -- 0 W 1320 -- -- -- 12

9 Receptacle SG009-2 L016-2 20 A 1 2400 1320 2 20 A Receptacle SG009-1 L016-1 10

7 Receptacle BDF/ IT-2 185-2 20 A 1 540 W 0 W -- -- SPACE 8

5 Receptacle SG001B-2 L027-2 20 A 1 480 W 360 W 1 20 A Receptacle CL006A-2 L042-2 6

3 Receptacle SG001B-2 L027-2 20 A 1 756 W 1500 1 20 A Receptacle SG001B-2 L027-2 4

1 Receptacle SG012-2 L024-2 20 A 1 180 W 756 W 1 20 A Receptacle SG001B-2 L027-2 2
CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Enclosure: Type 1 MCB Rating: 150 A
Mounting: Surface Wires: 4 Mains Rating: 225 A

Supply From: PS-DL1 Phases: 3 Mains Type: Copper
Location: LER L002A Volts: 120/208 Wye A.I.C. Rating: 65,000

Branch Panel: 1S-PL4

Notes:

Total Est. Demand Current: 29 A
Total Conn. Current: 28 A

Total Est. Demand: 10351 W

Receptacle 7860 W 100.00% 7860 W Total Conn. Load: 10151 W

Motor 2291 W 108.73% 2491 W
Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:
Total Amps: 23 A 16 A 48 A
Total Load: 2590 W 1861 W 5700 W

41 SPARE 20 A 1 0 W 0 W -- -- SPACE 42

39 SPARE 20 A 1 0 W 0 W -- -- SPACE 40

37 SPARE 20 A 1 0 W 0 W -- -- SPACE 38

35 SPARE 20 A 1 0 W 0 W -- -- SPACE 36

33 SPARE 20 A 1 0 W 0 W -- -- SPACE 34

31 SPARE 20 A 1 0 W 0 W -- -- SPACE 32

29 -- -- -- 90 W 0 W -- -- SPACE 30

27 Receptacle LER-2 L002B-2 20 A 2 90 W 0 W -- -- SPACE 28

25 -- -- -- 0 W 90 W -- -- -- 26

23 Receptacle LER-2 L002B-2 20 A 2 1600 90 W 2 20 A Receptacle LER-2 L002B-2 24

21 Receptacle MAIN ELECTRICAL-2 186-2 20 A 1 180 W 180 W 1 20 A Receptacle LER-2 L002A-2 22

19 Receptacle MAIN ELECTRICAL-2 186-2 20 A 1 360 W 180 W 1 20 A Receptacle MAIN ELECTRICAL-2 186-2 20

17 Receptacle MAIN MECHANICAL-2 187-2 20 A 1 3200 360 W 1 20 A Receptacle MAIN MECHANICAL-2 187-2 18

15 PP-1 20 A 1 691 W 360 W 1 20 A Receptacle MAIN ELECTRICAL-2 186-2 16

13 SP-3 20 A 1 800 W 800 W 1 20 A SP-4 14

11 -- -- -- 90 W 90 W -- -- -- 12

9 Receptacle LER-2 L002A-2 20 A 2 90 W 90 W 2 20 A Receptacle LER-2 L002B-2 10

7 -- -- -- 90 W 90 W -- -- -- 8

5 Receptacle LER-2 L002A-2 20 A 2 90 W 90 W 2 20 A Receptacle LER-2 L002A-2 6

3 -- -- -- 90 W 90 W -- -- -- 4

1 Receptacle LER-2 L002A-2 20 A 2 90 W 90 W 2 20 A Receptacle LER-2 L002A-2 2
CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Enclosure: Type 1 MCB Rating: 150 A
Mounting: Surface Wires: 4 Mains Rating: 225 A

Supply From: PS-DL1 Phases: 3 Mains Type: Copper
Location: LER L002B Volts: 120/208 Wye A.I.C. Rating: 65,000

Branch Panel: 1S-PL6

GENERAL NOTES
ALL PANELS
SHOWN 84 CIRCUIT
SHALL CONSIST OF
THE FOLLOWING:
FIRST SECTION
WITH 42 POLES,
MAIN BREAKER AND
FEED THROUGH
LUGS; SECOND
SECTION WITH 42
POLES AND MAIN
LUGS ONLY OF
SAME AMPACITY OF
FIRST SECTION.

1
.

ISSUED FOR CONSTRUCTION 07/03/12


